
Sampling date

Public Health Department Frankfurt am Main

Montag, 6. Oktober 202530.09.2025

Monitoring of water supply systems by the health department in accordance with § 54 ff. german drinking water regulations (TrinkwV)

Fraport Wassertransportfahrzeuge

Escherichia Pseudomonas

EnterococcusfreeWater

pH-value
Sample designation

[KBE/ml]

limit value 100*

[KBE/ml]

limit value 100

[KBE/100ml]

limit value 0

Coliforms

[KBE/100ml]

limit value 0

count at 22°C count at 36°C  coli aeruginosa

[KBE/100ml]

limit value 0

[KBE/100ml]

limit value 0[°C]

temperature

≥6,5 und ≤9,5 [mg/l]

chlorine

colony colony

0 0 0 00 01,0716,9 7,9Tank vehicle KWW-36 clutch pipe delivery

0 0 0 00 01,1215,4 8,0Tank vehicle KWW-39 clutch pipe delivery

0 0 0 00 01,0016,4 8,1Tank vehicle KWW-41 clutch pipe delivery

0 0 0 00 01,0716,6 8,0Tank vehicle KWW-43 clutch pipe delivery

0 0 0 00 10,8515,8 8,2Tank vehicle KWW-44 clutch pipe delivery

0 0 0 00 01,0815,7 8,0Tank vehicle KWW-45 clutch pipe delivery

0 0 0 00 00,8317,0 8,2Tank vehicle KWW-47 clutch pipe delivery

0 0 0 00 00,8516,3 7,2Tank vehicle KWW-48 clutch pipe delivery

0 0 0 00 21,0616,0 8,0Tank vehicle KWW-49 clutch pipe delivery

0 0 0 00 01,1416,4 8,0Tank vehicle KWW-50 clutch pipe delivery

0 0 0 00 00,7315,5 7,9Drinking water delivery tap 1 (Geb. 415) clutch pipe deliv

0 0 0 00 00,7515,5 7,9Drinking water delivery tap 2 (Geb. 415) clutch pipe deliv

0 0 0 00 00,8315,6 8,0Drinking water delivery tap 3 (Geb. 415) clutch pipe deliv

0 0 0 00 00,7315,4 7,9Drinking water delivery tap 4 (Geb. 415) clutch pipe deliv

Bemerkungen:

* Limit value for sample designations like "Übergabe Zapfstelle": 20 KBE
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